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COVER TO TOP OF PIPE 3015mm @ WELD 2RDX04W7030RW
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NOTES: 1. ALL DIMENSIONS IN MILLIMIETERS.  ALL DIMENSIONS IN MILLIMIETERS.  SITE CHECK ALL DIMENSIONS. CONTRACTOR TO ASSESS & VERIFY / CHANGE AS APPROPRIATE  ALL  DIMENSIONS PRIOR TO FABRICATION. SITE CHECK ALIGNMENT, ORIENTATION ETC. OF CONNECTING PIPEWORK & EQUIPMENT PRIOR TO FABRICATION. 2. HOT TAP SHALL BE INSTALLED AS PER AD/SP/004. HOT TAP SHALL BE INSTALLED AS PER AD/SP/004. 3. CONTRACTOR TO VERIFY LOCATION OF EXISTING SERVICES ON SITE PRIOR TO CONTRACTOR TO VERIFY LOCATION OF EXISTING SERVICES ON SITE PRIOR TO FABRICATION OF PIPEWORK.  4. SERVICES SHOWN ARE INDICATIVE ONLY. CONTRACTOR SHOULD BE AWARE THAT SERVICES SHOWN ARE INDICATIVE ONLY. CONTRACTOR SHOULD BE AWARE THAT OTHER SERVICES MAY EXIST THAT HAVE NOT BEEN IDENTIFIED ON SURVEY/RECORDS. THE CONTRACTOR IS RESPONSIBLE FOR LOCATING ALL SERVICES AND ENSURING THE MINIMUM SEPARATION DISTANCES TO THE PIPELINE ARE ACHIEVED IN ACCORDANCE WITH AD/SP/007. PIPEWORK SHALL NOT BE FABRICATED UNTIL ALL SERVICES ARE LOCATED AND ACCEPTABLE CLEARANCE TO PIPEWORK IS CONFIRMED WITH GNI SITE ENGINEER. 5. FINISHED GROUND LEVELS SHALL BE AS PER EXISTING OR AS AGREED WITH SOUTH FINISHED GROUND LEVELS SHALL BE AS PER EXISTING OR AS AGREED WITH SOUTH DUBLIN CO.CO. CONTRACTOR SHALL CONFIRM EXISTING GROUND LEVELS PRIOR TO CONSTRUCTION. 6. TOP OF PIPE LEVELS ON EXISTING  450 PIPELINE SHOWN ARE FROM AS-LAID TOP OF PIPE LEVELS ON EXISTING  450 PIPELINE SHOWN ARE FROM AS-LAIDRECORDS. CONTRACTOR TO CONFIRM T.O.P. LEVELS PRIOR TO CONSTRUCTION. 7. ALL COORDINATES STATED RELATE TO IRISH TRANSVERSE MERCATOR (ITM), AND ALL COORDINATES STATED RELATE TO IRISH TRANSVERSE MERCATOR (ITM), AND ALL LEVELS SHOWN RELATE TO MALIN HEAD DATUM UNLESS OTHERWISE STATED.
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LOCATION PLAN - MONKSLAND HOT TAP  O.S. NATIONAL GRID No. 3103-C (Scale 1:2,500)
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PLAN OF HOT TAP  (SCALE 1:50)
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